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Mr. Randall Boucher
Franklin Fueling Systems
92 Industrial Park Road
Saco, Maine 04072

Dear Mr. Boucher:

EVALUATION OF THE FRAr~KLIN FUELING SYSTEMS INCON VAPOR RECOVERY
MONITORING SYSTEM (VR-202-E)

Assembly Bill 2955 (Statutes 2004, Chapter 649) added section 25290.1.2(a) to
Chapter 6.7 of the Health and Safety Code (H&SC). This section requires the Air
Resources Board (ARB) and State Water Resources Control Board (State Water
Board) to certify, to the best of their knowledge and using existing resources, that
equipment meeting the ARB's Enhanced Vapor Recovery (EVR) requirements also
meets underground storage tank (UST) statutory requirements.

We have received information from you providing a detailed explanation of the INCON
Vapor Recovery Monitoring System, which has been designed to meet the ARB
requirements for In-Station Diagnostics (ISO). The system consists of a vapor flow
meter(s) and pressure sensor that provide data to one of three control panel models:
TS-5000, TS-550, or TS-EM~;. The control panel monitors various functions of the
Phase I EVR and Phase II E\fR systems, and will alert the UST operator when the
performance of those systems exceeds allowable specifications. The design,
installation, and operation of 1:he INCON Vapor Recovery Monitoring System have been
reviewed by a California Registered Professional Engineer, as indicated in the enclosed
signed statement. Based on this signed statement and the information that you
provided, we have found no evidence that the INCON Vapor Recovery Monitoring
System conflicts with H&SC (~hapter 6.7.

California regulationsl specify' that any installation, repair, maintenance, or
programming of monitoring e(~uipment must be done by a qualified service technician
meeting the requirements of California Code of Regulations, Title 23, section 2715(i).
Individuals wishing to install the INCON Vapor Recovery Monitoring 8ystem should be
aware that, in cases where the INCON T8-5000 or T8-550 control panel is serving to

1 California Code of Regulations, l-itle 23, sections 2611 and 2638
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meet any portion of the State Water Board's UST s)rstem monitoring requirements,
section 2715(i) applies. This includes cases where the INCON TS-5000 or TS-550
control panel is used to monitor and/or control electronic line leak detectors, interstitial
liquid sensors, interstitial VaClJUm sensors, or automatic tank gauging systems. In those
cases, all work related to the INCON control panel must be performed by a qualified
service technician.

Pursuant to H&SC section 25290.1.2(a) the State ""ater Board certifies that, to the best
of its knowledge, the Franklin Fueling Systems INCON Vapor Recovery Monitoring
System meets the requirements of H&SC Chapter 6;.7. This determination assumes the
Franklin Fueling Systems INC:ON Vapor Recovery Monitoring System is installed in
accordance with applicable ARB Executive Orders, !manufacturer's instructions, and the
limitations outlined in this lettE~r.

If you have questions regarding this letter, please contact Ms. Laura Chaddock
at (916) 341-5871, or by email at Ichaddock@waterboards.ca.gov.

Sincerely,

Dorothy Rice
Executive Director

Enclosure: Certification StatE~ment for the INCON V'apor Recovery Monitoring System

cc Mr. Stan Brodecki
Franklin Fueling Systems
5972 Country Manor Plaice
Sacramento, California 95835

Mr. George Lew, Chief
Engineering and Certification Branch
Air Resources Board
1927 Thirteenth Street
Sacramento, California 95812
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